
Plan Review Notification 
 
Date: ________________             Reviewed By:______ 
 
Project Name:  ____________________  Location: ________________________________ 
 
Code: Clermont County Building Code (CCBD)      __ Masonry Fire Place Inspection 
 
Use Group: R-4      S1      U                       ConstructionType: 5B         Occupant Load: 5 

  Site/Plot Plan- Stamped One Per Plan  Show Downspout Drains  

  Footers    

  Floor Drain    

  Footer Tile   

  Beam & Post   

  Joist Size   

  Anchor Bolts   

  Hand Rails - Balastrades   

  Smoke Detector (s) - All Floors   

  Fire Door with Closer   

  Fire Code Drywall in Garage   

  Size of Garage Door Header   

  Window and Door Sizes / Egress   

  R - 30 Attic, R - 13 Walls, R - 13 Crawl   

  Vents - Soffit and Roof   

  Cross Section   

  Foundation Plan   

  Floor Plan   

  Elevations   

  Vent Fan to Outside   

  Attic or Crawl Access   

  Deck Plans   

  Crawl Space Drain   

  Crawl Space Vents   

  Gutters & Downspouts   

  Double Top Plate   

  Vapor Barrier Walls - Crawl   Basement Floor 

  Basement Windows   

  Truss Manuf. or Engineered Drawing   

  Interior Stud Spacing   

  Corner Bracing   

  Pressure Treated Plate   

  Brick Veneer, Base Flashing & Weep Hole   

 


